1. Energy Management System

i) Alternate Energy- Solar Power

Solar Power

1. Percentage of annual power requirement of the Institution met by the renewable
energy sources= 97%

2. Annual power requirement met by the renewable energy sources (In
Kilowatt)=2,21,651

3. Total annual power requirement (In Kilowatt)=2,15,079
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Work Completion Report
To,
The Nodal Officer

SNDL Nagpur

Sir/Madam,
Sub: Work completion report.

Ref: You Sanction letter dated 17.03.2017 for Solar PV projects/Systems 150 KW.

. @

With reference to the above, we hereby confirm to you that we have completed the work of
installation of the renewable energy system and submit the following basic information for your
perusal and request you to arrange to inspect and commission the system at the earliest:

A. Details of the Solar PV module

1. Model No. Navisol 315
2. Name and address of manufacturer Navitas Solar
3. Capacity of each Module (Wp) 315 Wp

4. No. of Modules 480 nos

5. Total Capacity (kWp)

151.20 KWp DC ( 150.00 KWp AC)

6. Date of Installation

22,03.2017

B. Details of the Inverter

[ 1. Name and address of the inverter manufacturer SMA
| 2. Brand Name of the inverter SMA
' 3. Model No. SUNNY TRIPOWER STP 25000TL-3
| 4. AC capacity of individual inverter (kW) 25KW
| 5. No. of inverters installed 6 NOS
150 KW

{ 6. Total AC capacity of inverter (kW)

7. Serial Nos.

1) 1901214142
2) 1901214319
3) 1901214613
4) 1900787292
5) 1901214323

6)1901214627
C. Details of the Cables: DC
[ 1. Make / Name of manufacturer [ PoLYCAB
| 2. Size & Type [45gmm
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D. Details of the AC wiring

1. Make / Name of manufacturer Polycab
2, Size & Type 3.5C 16 sq mm Cu.XLPEAr.Cable (Inverter to ACDB)
3.5C 240 sq mm ALXLPEAr.Cable (ACDB to Busbar) |
E. Details of the AC distribution box
| 1. Make / Name of manufacturer Aakruti Power Engineers
2. 51, No. N.A
3. AC Surge Protection Device CITEL
4. MCB /MCCB quantity &capacity MCCB 6 NOS
. S. Size & Type 63 A4 Pole
Ly
. F. Details of the Earthing
1 Earth resistance (shall be less than 2 ohms) | Yes less than 2 ohms.
2 Size of the Earth wire / flat* 25 mm
3 Two separate Earthing points
Modules & DC Surge arrester Provided. (DC Surge arrestor is inbuilt)
Inverter, AC Surge protection device & Provided.
Lightening Arrester
4 Size & Type 75 mm DIA 5 MM Thick 1.5 Mtr Cast Iron Pipe
Bentonide Powder Type Earthing.
1. Details of the Caution signage : Caution Sign provided on site.
K. Provision of manual and automatic switches: Yes / Ne MCCB 400 Amps
Certified that the above said renewable energy system was installed and the equipment used
w/ comply with the Technical and Safety standards as specified by the Discom under net metering
,. program. )
Windsun Renewables Private Limited

_ptt
A
Director

Name and Signature of the System Installer
Name of the firm and address:

Windsun Renewables Private Limited
Address : 502, Suryakiran Complex,

Opp VNIT Main Gate, Bajaj Nagar

Nagpur -440010

Date:21-02-2017

Enclosures:
1. Actual Single line wiring diagram (SLD) of the SPV System.

2. Interconnection Agreement on non-judicial stamp paper of Rs.200/-with Discom
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Solar Panels Photographs

Solar panels on the roof top of building B



Inauguration of Solar power plant



